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10 CONTROL PANEL IN MECHANICAL ROOM [-MA-203

CHILLED WATER FLOW DIAGRAM AT END STATION A

(TYP FOR END STATION B)

. FOR LEGEND, ABBREVIATIONS AND GENERAL NOTES SEE SHEETS

2. FOR PIPING DETAILS OF COOLING COILS, WATER CHILLERS,
PUMPS AND CHEMICAL POT FEEDERS SEE SHEETS LA-H-41/

3. PNEUMATIC VALVES ARE INSTALLED IN ARM | ONLY, BUT THE
CONTROLS SYSTEM IS NOT FUNCTIONAL, AS DIRECTED UNDER
FWD 103R2. ARM 2 END STATION "A" HAS MANUAL VALVES INSTALLED.
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