5 4 3 > DATE: 7/1/99 TIME: 10:31: 07
DESIGN FILE: I=Nligo\site2\ge\..\ee\lae2l2.d3z

from

consent

written

not be reproduced, copied, loaned, exhibited, or used in
except by

any ofher way,

PARSONS o0 the borrower.

loaned only with fhe

This document and fhe design it covers are fhe property
borrower's expressed written agreement fthat they will

of PARSONS . They are

C:\PLOTNQUEN=s3-3d.gcf plotoper L:NOAQUEUES\NEIBZ2\ged3zJj.prf

(SIMILAR) 4\
LIGHTNING PROTECTION CABLE (TYP) LA E-408 NOTES
ON ROOF OF STATION (TYP) K
BUILDING LA-E-407
NORTH @7 /. FOR GENERAL NOTES SEE DWG. LA-E-103.
2N\(71P FOR 2) | 2. CONNECT GROUNDING CONDUCTOR TO REBAR (BY OTHERS) AT BOTTOM
T OF FOUNDATION. REBAR SHALL BE AT LEAST 20 FEET LONG.
3. GROUNDING MAT FOR PERSONNEL PROTECTION SHALL BE A PREFABRICATED
4-0" X 6-0"MAT WITH A 6" X 6"GRID, 40% CONDUCTIVITY
COPPERWELD, WITH CENTER WIRE # 1/0 AWG, ERICO MER. CABLE TO
| MESH TYPE PT, MOLD PTC-1G2C, WELD METAL #65.
GROUND REFERENCE | e N A SR 4. GROUNDING MAT SHALL BE INSTALLED /2" DEEP MIN. ADJACENT
TEST WELL - - - | 70 HIGH VOLTAGE PRIMARY SIDE.
‘ (2 '
: 5. SEE CIVIL DRAWING LA-C-021 FOR ACTUAL LOCATION OF CHILLERS, PUMPS
A/ijgf \LA-E-406 ! AND TRANSFORMER.
%o T
H 6. SEE SPECIFICATION SECTION 16670 FOR LIGHTNING PROTECTION
i | MATERIAL.
| ! 7. GROUND CONNECTION TO STRUCTURAL STEEL SHALL BE EXOTHERMIC
| | WELD TYPE, AND APPROPRIATE FOR THE CABLE AND STRUCTURAL
| i STEEL.
| i 8. COIL AND TAPE GROUND CONDUCTOR AT TANK FOUNDATION, FOR .
| : 3 (TP FUTURE CONNECTION BY TANK VENDOR.
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