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\ CONSTRUCTION NOTES
(1) INSTALL 2 —4 INCH CONDUITS FOR OPTICAL
FIBER. OPTICAL FIBER SHALL BE BY OTHERS.
(APPROXIMATE LENGTH IS 450 FT FOR EACH
OF TWO CONDUIT RUNS.) BURIAL DEPTH
SHALL BE 30 INCHES BELOW GRADE
MINIMUM. CONDUIT SHALL BE
TELECOMMUNICATIONS GRADE HDPE, OR
OWNER APPROVED EQUAL.
(2) INSTALL PULL BOXES (VAULTS) AT LOCATIONS
SHOWN. VAULTS SHALL BE OLDCASTLE
PRECAST 233—LA—INVERTED, 2X3.
EXISTING
TRANSFORMER (3) TERMINATE CONDUIT AT DATA PANEL AS
DIRECTED BY OWNER.
(4) REMOVE ASPHALT FROM AREA DIRECTLY
BETWEEN EXISTING TRANSFORMER AND THE
BUILDING. CUT LINES SHALL BE STRAIGHT
AND PERPENDICULAR TO THE BUILDING.
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